
16'

5
'

10
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16'

XXXXXXXXXXXXXXXXXXXXXXXXXXXXXXXXXXXXXXXXXXXXXXXXXX

25.0'

R
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RAMP

SD

VT

WM

A3.10

3

A3.10

4

A3.101

A3.10

2

FI
RE

 L
AN

E
20

' -
 0

"

(N) TRASH ENCLOSURE

(N) GENERATOR ENCLOSURE

AMBULANCE PARKING (4)

(E) PACIFIC GROVE HOSPITAL
1 STORY BUILDING

I-2 OCCUPANCY: 68 (E) BEDS
TYPE V-A

34,382 FLOOR AREA

(N) BUILDING ADDITION

28

EXISTING CHURCH PARKING

EXISTING CHURCH PARKING

EX
IS

TI
N

G 
PA

RK
IN

G

LOADING

29

EASEMENT

PROPERTY LINE

PROPERTY LINE

MAPLEWOOD PLACE

JURUPA AVEUE

BR
O

CK
TO

N
 A

VE
N

U
E 1 STORY BUILDING

I-2 OCCUPANCY: 52 (N) BEDS
TYPE V-A

PROPOSED FIRE HOSE STAND PIPE

A1.1
2

LOADING

5

8

28

VAN

5
2

1

OPEN TO
COURTYARD

BELOW

(N) TRANSFORMER PAD

PARKING COUNT

(E) HOSPITAL 68

1 STORY ADDITION

TOTAL

52

9'X18'

REQUIRED PARKING PROVIDED PARKING

STANDARD 106

4

ADA

LOADING

AMBULANCE

101 TO 150 PROVIDED 6

SHARED PARKING AGREEMENT WITH ADJACENT CHURCH PENDING

+ 4 EXISTING ADA STALLS AT ADJACENT CHURCH

2

BEDS (E) BEDS (N) TOTAL BEDS

120

6

2

118 TOTAL PROVIDED PARKING STALLS120 REQUIRED PARKING STALLS

DEVELOPMENT - SINGLE
FAMILY RESIDENTIAL ZONES

DENSITY - MAXIMUM (DWELLING
UNITS PER GROSS AREA)

APPROXIMATE TOTAL SITE AREA: 163,350 SF (3.75 AC.)

BLDG FLOOR AREA = 34,383 SF + 28,226 SF = 62,609 SF
LOT COVERAGE = 38.3%

STANDARDS

6.2

R-1-7000

LOT AREA - MINIMUM (NET)

LOT WIDTH - MINIMUM

LOT DEPTH  - MINIMUM

BUILDING HEIGHT - MAXIMUM

NUMBER OF STORIES - MAXIMUM

LOT COVERAGE - MAXIMUM

SETBACKS - MINIMUM

A. FRONT

B. SIDE

C. REAR

7,000 SQ. FT.

60 FT

100 FT

35 FT

2

40%

20 FT

7.5/10 FT

25 FT

GENERATOR ENCLOSURE

TRASH ENCLOSURE

13' - 10 3/8"

3 BIN

12'-0" TALL CMU WALL FOR
GENERATOR SCREENING

6'-0" TALL CMU WALL FOR
TRASH BIN SCREENING

2' - 9 173/256" 8' - 0" 3' - 0 3/4"

29
' -

 1
0 

1/
8"

17
' -

 1
0 

5/
8"

11' - 2 3/4"
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SITE PLAN - PROPOSED
BUILDING

A1.1

PACIFIC GROVE
ACUTE
PSYCHIATRIC
FACILITY

5900 Brockton Ave., Riverside, CA
92506

DEVELOPMENT
PLAN / CUP

 1" = 30'-0"A1.1
1 SITE PLAN - PROPOSED SITE

DESCRIPTION DATE

NOT TO SCALEA1.1 A1.1
2 PARKING LOT RENDERING VIEW

PO01

MH: 20 MH: 20

PO01

MH: 20

PO01

MH: 20

PO01 PO01

MH: 20

MH: 20

PO01-A

PO01-A

MH: 20

MH: 20

PO01-A

PO01-A

MH: 20

PO01-A

MH: 20

PO01-A

MH: 20

PO01-A

MH: 20

PO01-A

MH: 20

PO01-A

MH: 20 MH: 20

PO01-A

MH: 20

PO01-A

PO01-A

MH: 20

0.6

0.8 1.0 1.1

0.7 1.1 1.5 1.5 1.3

0.6 0.9 1.7 2.3 1.8 0.9

0.8 1.3 2.4 2.7 2.0 0.3

0.6 0.9 2.4 2.8 2.5 0.7

0.6 1.8 2.7 2.8 2.0 0.7

0.4 0.7 2.4 3.0 2.4 1.0

0.5 2.0 2.7 2.8 1.7 0.9

0.4 1.0 2.6 2.7 2.3 1.6 0.8

0.2 1.5 2.1 2.7 2.7 2.4 1.9 0.8

1.1 1.9 2.3 2.5 2.6 2.6 2.3 0.7

0.3 1.8 2.5 2.3 2.1 2.4 2.7 2.3 0.6

1.6 2.2 2.5 2.1 1.9 2.3 2.9 2.2 0.5

0.3 1.8 2.0 2.0 1.8 1.8 2.1 2.5 2.1 0.5

0.9 1.5 1.8 1.7 1.7 1.7 1.9 0.5

0.2 0.3 0.3 0.4 0.5 0.5 0.5 0.5 0.5 0.5 0.5 0.5 0.5 0.6 0.6 0.5 0.5 0.4 0.4 0.4 0.4 0.4 0.5 0.5 0.6 0.6 0.6 0.6 0.6 1.0 1.4 1.7 1.8 1.8 1.8 1.6 0.4

0.9 1.6 2.1 2.2 2.3 2.5 2.2 1.6 1.2 1.2 1.4 2.0 2.4 2.4 2.4 2.4 2.1 1.4 1.0 0.8 0.9 1.2 1.8 2.4 2.4 2.4 2.5 2.3 1.8 1.5 1.5 1.8 2.0 2.1 2.1 1.1 0.4

1.1 1.8 2.3 3.0 3.2 2.9 2.6 2.2 1.8 1.7 2.0 2.4 2.7 3.1 3.3 2.8 2.3 1.8 1.4 1.2 1.3 1.6 2.2 2.6 3.1 3.3 3.0 2.6 2.3 1.9 1.9 2.1 2.3 2.4 2.4 0.8 0.4

1.1 1.6 2.2 2.6 2.9 2.9 2.8 2.5 2.2 2.1 2.3 2.5 2.5 2.6 2.7 2.5 2.2 2.0 1.7 1.5 1.5 1.8 2.2 2.4 2.7 2.8 2.7 2.6 2.5 2.2 2.1 2.3 2.5 2.5 2.6 0.7 0.4

1.0 1.5 2.1 2.3 2.6 2.7 2.8 2.6 2.3 2.3 2.4 2.4 2.2 2.1 2.2 2.1 2.0 1.9 1.8 1.7 1.7 1.8 2.1 2.2 2.2 2.2 2.3 2.5 2.5 2.3 2.3 2.4 2.6 2.6 2.8 3.2 2.6 0.7 0.3

0.9 1.6 2.5 2.6 2.7 2.9 2.9 2.6 2.4 2.4 2.5 2.4 2.0 2.0 2.0 2.0 1.9 1.9 1.9 2.0 1.8 1.9 2.1 2.1 2.2 2.1 2.3 2.6 2.6 2.5 2.4 2.6 2.9 2.8 3.1 3.6 2.7 0.8 0.4

0.7 1.9 2.8 2.8 2.9 2.8 2.9 2.9 2.6 2.7 2.5 2.3 2.1 1.9 2.0 2.0 1.9 2.0 2.0 2.1 2.1 2.1 2.2 2.2 2.2 2.2 2.4 2.5 2.7 2.7 2.7 2.9 2.9 3.0 3.3 3.6 3.1 1.1 0.4

0.7 2.0 3.1 3.1 2.9 2.8 2.7 2.8 2.6 2.6 2.4 2.2 2.0 1.8 1.8 1.9 1.8 1.9 2.0 2.1 2.2 2.2 2.3 2.3 2.3 2.3 2.4 2.5 2.6 2.6 2.6 2.8 2.9 3.0 3.2 3.4 3.4 1.6 0.4

0.6 1.9 3.2 3.2 2.7 2.7 2.7 2.4 2.3 2.3 2.3 2.1 1.7 1.6 1.6 1.6 1.6 1.6 1.9 2.3 2.1 2.2 2.4 2.4 2.3 2.3 2.2 2.4 2.3 2.2 2.2 2.4 2.7 2.7 2.8 3.1 3.0 2.1 0.3

0.5 1.9 2.8 2.9 2.6 2.5 2.5 2.3 2.1 2.1 2.1 1.9 1.6 1.4 1.5 1.5 1.4 1.4 1.7 2.1 2.3 2.5 2.9 2.9 2.6 2.3 2.2 2.0 2.0 1.9 1.9 2.1 2.3 2.4 2.4 2.7 3.0 2.1 0.4

0.5 1.6 2.4 2.6 2.6 2.6 2.5 2.3 2.2 2.1 2.1 1.8 1.5 1.4 1.3 1.3 1.3 1.3 1.5 2.0 2.4 2.9 3.4 3.3 2.8 2.4 2.0 1.8 1.8 1.7 1.7 1.8 2.0 2.0 2.0 2.5 3.0 2.1 0.4
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0.4 0.7 1.3 1.8 2.3 2.5 2.8 2.7 2.4 2.0 1.8 1.3 1.1 0.5 0.6 0.7 0.8 0.8 0.8 0.8 0.6

0.3 0.5 0.9 1.3 1.9 2.3 2.8 2.9 2.3 1.9 1.5 1.0 0.6

0.7 1.2 1.8 2.0 2.0 1.8 1.4 0.8 0.4 0.3
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0.3

0.3
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0.6

0.6

0.5

0.4

0.2

0.1 0.2 0.2 0.2 0.2 0.2 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.3 0.4 0.4 0.4

0.2

0.2

0.1

0.1

0.1

0.1

0.2

0.2

0.3

0.3

0.4

0.4

0.4

0.5

0.5

0.4

0.4

0.4

0.3

0.3

0.4

0.5

0.5

0.4

0.1

0.0

0.0

0.1

0.1

0.2

0.3

0.4

0.4

0.5

0.4

0.3

0.3

0.2

0.2

0.2

0.2

0.2

0.2

0.1

0.1

0.1
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0.1

0.1
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Luminaire Schedule

Symbol Qty Label Arrangement Description Luminaire 

Lumens

Calculation Summary

Luminaire 

Watts

Total 

Watts

Mounting 

Height

MANUFACTURER

Label

5 PO01 Single DSX1 LED P1 30K 70CRI T5W 7731 102 510 20 LITHONIA LIGHTING

CalcType Units Avg Max Min Avg/Min Max/Min

SITE Illuminance Fc 1.91 3.6 0.2 9.55 18.00

SITE BOUNDARY Illuminance Fc

12 PO01-A Single DSX1 LED P2 30K 70CRI BLC4 EGS

0.28 0.6 0.0 N.A.

5036 68 816 20 LITHONIA LIGHTING

N.A.

PHOTOMETRIC PLAN

E
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AMBULANCE PARKING (4)1

V
A

N

EMERG. ELEC. & MAIN ELEC.

'EMSB'

'MSB'

'ATS-EQ'
'ATS-LS'

'LS' 'NR-1' 'NR-2''EV'

6

5

4

3

2

KJIHGFD EBA G.5

7

8

'KP-2''KP-1'

'(E)MS'

'(E)ATS-E'

3

E4.011

FUTURE ADDITION

'EQ' 'LP'

2

2225B

1600B

400B

400B
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FIRST FLOOR POWER

PLAN

E2.01

PACIFIC GROVE

ACUTE

PSYCHIATRIC

FACILITY

5900 BROCKTON AVE., RIVERSIDE,

CA 92506

100% DESIGN

DEVELOPMENT

PACKAGE 1 - SITE

N

SCALE:  3/32" = 1'-0"
1

FIRST FLOOR PLAN

NOTES

1 PROVIDE CONDUITS AND FEEDERS TO CONNECT FROM 
MAIN SWITCHBOARD "MSB" TO EXISTING 1600A 

SWITCHBOARD "MS" IN EXISTING BUILDING'S ELECTRICAL 
ROOM. REFER TO FEEDER SCHEDULE ON SHEET E5.01 
FOR CONDUIT AND FEEDER SIZES.

CONDUITS AND FEEDERS TO PANEL KP-1 AND KP-2 TO BE 
BUILT IN PHASE 2. SEE PHASE 2 SHEET E2.01 FOR MORE 

INFORMATION.

2

GENERAL NOTES

1. REFER TO COPPER FEEDER SCHEDULE ON SHEET E5.01 

FOR MORE INFORMATION.

DESCRIPTION DATE

100% SCHEMATIC

DESIGN

DEVELOPMENT
APPLICATION / CUP
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EMERG. ELEC. & MAIN ELEC.

'300KW GENERATOR'

'ESL'

GFE G.5

7

8

'ATS-EQ' 'ATS-LS'
'EMSB'

'LS'

'MSB'

'EQ' 'NR-1' 'EV' 'NR-2''LP'

EMERGENCY ELEC.

EXT-06

1

E6.01

GFE G.5

7

8

EMERGENCY ELEC.

EXT-06

MAIN ELEC.

EXT-07

P1 P1 P1 P1 P1 P1 P1 P1 P1

W1 W1

W1

W1 W1

W1

W1
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03/28/2025

ENLARGED PLANS

E4.01

PACIFIC GROVE

ACUTE

PSYCHIATRIC

FACILITY

5900 BROCKTON AVE., RIVERSIDE,

CA 92506

100% DESIGN

DEVELOPMENT

PACKAGE 1 - SITE

N

SCALE:  1/4" = 1'-0"
1

GENERATOR YARD - POWER PLANN

SCALE:  1/4" = 1'-0"
3

MAIN ELECTRICAL ROOM - POWER PLAN

SCALE:  1/4" = 1'-0"
4

MAIN ELECTRICAL ROOM - LIGHTING PLAN

N

SCALE:  1/4" = 1'-0"
2

GENERATOR YARD - LIGHTING PLAN

LIGHT FIXTURE SCHEDULE
IMAGE TYPE FIXTURE DESCRIPTION MANUFACTURER & MODEL

TOTAL

V-A
LAMP TYPE LUMENS

COLOR

TEMP
CRI VOLTAGE MTG NOTES

P1 4' LINEAR STRIP FSC LIGHTING #L285-48-40W-35K-E5 (CUSTOM 90+ CRI)-10GL 40 LED 5200 3500K 90 120 PENDANT

W1 WALL MOUNTED LED LITHONIA LIGHTING#ARC2LED-P4-30K-MVOLT-PE-E8WC-X 30 LED 3903 3000K 80 120 WALL

DESCRIPTION DATE

100% SCHEMATIC

DESIGN

DEVELOPMENT
APPLICATION / CUP
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UTILITY

TRANSFORMER

UTILITY SERVICE

2000A
2000A

3P

800A

3P

LEVEL 1

400A

3P

400A

3P

225A

3P

225A

3P

225A

3P

225A

3P

225A

3P

225A

3P

225A

3P

400A

3P

1 2 3 4 5 6 7 8 9 10 11

225A

3P

12

400A

3P

13

400A

3P

14

G

M

1200A
1200A

3P

400A

3P

225A

3P

225A

3P

2 3 4

400A

3P

1

1
2
0

0
A

1
2
0

0
A

3
P

MAIN SWITCHBOARD "MSB"
2000A BUS, 208/120V, 3PH, 4W.

ISC = XX,XXX
AIC = XX,XXX

EMERGENCY SWITCHBOARD "EMSB"
1200A BUS, 208/120V, 3PH, 4W.

ISC = XX,XXX
AIC = XX,XXX

PANEL
"EV"

225A

(E)ATS-E
400A, 3 POLE

208/120V, 3P, 4W

ATS-EQ
400A, 3 POLE

208/120V, 3P, 4W

ATS-LS
225A, 3 POLE

208/120V, 3P, 4W

PANEL
"EQ"

400A
MCB

PANEL
"NR-2"

225A

PANEL
"NR-1"

225A

PANEL
"LP"

225A

SPARE SPARE

TO EXISTING 1600A
SWITCHBOARD "MS" IN EXISTING 

BUILDING'S
ELECTRICAL ROOM

TEMPORARY
EMERGENCY

GENERATOR

TRIPLESWITCH
'ESL'

NEMA 3R
ENCLOSURE

300KW/375KVA

GENERATOR

PORTABLE

LOAD BANK

PANEL
"LS"

225A
MCB

G
N

PANEL
"HVAC"

400A

EST. 750KVA

EST. 5.75%Z

ROOF

GENERATOR YARD

EMERGENCY ELECTRICAL ROOM

SPARE

MAIN ELECTRICAL ROOM

SPARE

4
0
0

B

2
2
5

B

2
2
5

B

2
2
5

B

2
2
5

B

2000B

225B

400B

400B

2
2
5

B

4
0
0

B

4
0
0

B

4
0
0

B

2
2
5

B

1200B 1200B

1
6
0

0
B

N

G

3

E6.01

2

E6.01

PANEL
"EM"

400A
MCB

4
0
0

B

PANEL KP-2 
TO BE BUILT

IN PH 2

PANEL KP-1
TO BE BUILT

IN PH 2

CONDUIT - FEEDER & GROUND WIRE SIZE XXX

COPPER FEEDER SCHEDULE

225B

400B

1200B

1600B

2000B

2 1/2"C - (4)#4/0  & (1)#4GND

(4)4"C - (4)#350KCMIL  & (1)#3/0GND

(5)4"C - (4)#500KCMIL  & (1)#4/0GND

(6)4"C, CONDUIT ONLY

(2) 2"C - (4)#3/0  & (1)#3GND
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SINGLE LINE DIAGRAM

E5.01

PACIFIC GROVE

ACUTE

PSYCHIATRIC

FACILITY

5900 BROCKTON AVE., RIVERSIDE,

CA 92506

100% DESIGN

DEVELOPMENT

PACKAGE 1 - SITE

DESCRIPTION DATE
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5

4

3

2

1

NOTES

GROUNDING BAR CU 1/4" X 6" X LENGTH AS INDICATED ON

DRAWINGS.

WALL MOUNTING BRACKET - 2 REQUIRED.

INSULATORS - 2 REQUIRED.

5/8"-11 X 1 H.H.C.S. - 4 REQUIRED.

5/8" LOCKWASHER - 4 REQUIRED.

1

2

3

4

5

GENERAL NOTES

1. ROUTE ALL GROUNDING CONDUCTORS INDEPENDENT OF

CONDUITS.

2. PROVIDE A CERTIFIED TEST OF GROUND RODS SHOWING
THAT THE RESISTANCE TO GROUND IS 25 OHMS OR LESS.

GENERAL NOTES

1. THE TOTAL RESISTANCE MEASURED BETWEEN THE MAIN

SERVICE GROUND BUS AND THE EARTH SHALL NOT EXCEED

25 OHMS UNDER DRY GROUND CONDITIONS.

2. THE CONNECTION TO THE INTERIOR METAL WATER PIPING

SHALL BE MADE WITHIN 5 FT. FROM THE POINT OF ENTRANCE

TO THE BUILDING

GROUND ROD AND WELL

GROUND BAR MOUNTINGSWITCHBOARD GROUNDING

NO SCALE
2

NO SCALE
1

NO SCALE
3

3/8" DIA.

CL

PLASTIC

1"C-1#3/0 TO BLDG. STEEL.

1"C-1#3/0 TO COLD WATER PIPE.

1#3/0 TO UFER GROUND

DIAGRAMS.)

SINGLE LINE

BUSHING

CONDUIT

GROUND CABLE

(NUMBER & SIZE

AS INDICATED

ON PLANS &

CONDUIT
STRAP

COMPRESSION TYPE

CABLE LUG SIZE

AS REQUIRED.

1/4" BOLT

WALL PER

ARCH'L.

PLANS.

3" MAX

FURNISH & INSTALL

MASONRY AND DRYWALL

ANCHORS. REFER TO

ARCH'L. DRAWINGS FOR

WALL TYPES.

INSULATOR (TYP.)

BUSHING (TYP.)

NON-METALLIC

NON-METALLIC

(TYPICAL)

GROUND CABLE

CONNECTION HOLE.

NUMBER AS REQUIRED

20"O.C.

1"C-1#3/0 TO GROUND ROD FEILD

APPROVED EQUAL
TYPE GP6429 OR

CONNECTOR, BURNDY
GROUND ROD

CONTINUOUS LOOP

GND CONDUCTORS REQUIRED

REFER TO PLAN FOR

BROOKS SERIES 1-RT OR EQUAL
PRECAST 8-3/4" DIA CONCRETE BOX,

APPROVED EQUAL
BURNDY TYPE GRC34 OR
GROUND ROD CLAMP,

LABELED "GROUND" IN
CAST IRON COVER

CLAD STEEL GROUND ROD.
3/4"x10' LONG COPPER

1/2" ENGRAVED LETTERS

ALL AROUND

CONCRETE FOUNDATION W/MIN. 2"

1#3/0 - 1" RGS. TO METAL IN-GROUND

1#3/0 CU - 1" RGS. TO COLD WATER

(SEE UFER GROUND DETAIL.)

1#3/0 - 1" RGS. EMBEDDED IN

SUPPORT STRUCTURE(S)

TELEPHONE BACKBOARD

1#6 CU - 3/4" RGS. TO MAIN

PIPING

(TIN PLATED COPPER BUS)

SWITCHBOARD GROUND BUS

TO TRANSFORMER

FLOOR

EACH GROUND.

TAG & IDENTIFY

DRILL TAB FOR REQUIRED NO. & SIZE

BOLTED TO PLATE.

OF LUGS

1#3/0 CU - 1" RGS. TO GROUND ROD
FIELD

IRREVERSIBLE COMPRESSION LUGS
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