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BUILDING 04

AREA C

AREA B AREA D

BUILDING 02

FLOOR PLAN GENERAL NOTES
1.

2.

A.

B.

1.

2.

3.

4.

5.

6.

7.

DIMENSIONS ARE TO FACE OF INTERIOR GYPSUM BOARD, TILE 
BACKER BOARD, FACE OF EXTERIOR WALL MATERIALS, STRUCTURAL 
GRIDS AND CENTERLINES WHERE INDICATED.
ALL GYPSUM WALLBOARD TO BE 5/8" UNO TYPE 'X' EXCEPT AT THE 
FOLLOWING LOCATIONS: 

AT RESTROOMS WITHOUT A SHOWER (TCNA COM2 AREAS), 
PROVIDE 5/8” UNO MOISTURE AND MOLD RESISTANT GYPSUM 
BOARD COMPLYING WITH ASTM C1396 FOR WALLS AND 
BEHIND TILE.  
AT WET AREAS INCLUDING BUT NOT LIMITED TO SHOWERS, 
STERILE PROCESSING ROOMS, JANITOR CLOSETS, SAUNAS, AND 
SWIMMING POOLS (TCNA COM3/4 AREAS), PROVIDE:

AT TILE AND WALL PROTECTION LOCATIONS:  PROVIDE 
5/8” UNO COATED GLASS-MAT FACED WATER-RESISTANT 
GYPSUM WALLBOARD COMPLYING WITH ASTM C1178 OR 
5/8” UNO CEMENT BACKER BOARD COMPLYING WITH 
ASTM C1325 
AT PAINTED GYPSUM BOARD LOCATIONS (INCLUDING 
CEILINGS): PROVIDE 5/8” UNO TYPE ‘X’ MOISTURE AND 
MOLD RESISTANT GYPSUM BOARD COMPLYING WITH 
ASTM C1396

PROVIDE RATED ENCLOSURES OR PUTTY PACKS AROUND ALL 
OUTLETS, BOXES, CABINETS, PIPING, DUCTWORK, ETC., THAT ARE 
RECESSED IN FIRE-RATED WALLS. ENCLOSE TO PROVIDE SAME 
RATING AS THE WALL WHERE IT IS LOCATED.  SEE SHEET DETAILS 
ON THE A7 SHEETS
DOORS SHALL BE LOCATED 4" FROM ADJACENT PERPENDICULAR 
WALL TO THE INSIDE EDGE OF THE DOOR FRAME, UNO. SEE DOOR 
DETAILS ON THE A8 SHEETS.
J-BOXES SHOWN BACK-TO-BACK MAY BE ADJUSTED TO OFFSET THE 
BOXES WITH APPROVAL FROM THE ARCHITECT.  SEE DETAILS ON 
THE A7 SHEETS.
HIGHEST PRIORITY PARTITIONS ARE LISTED FIRST IN THE PARTITION 
LEGENDS.  SUBSEQUENT PARTITIONS DECREASE IN PRIORITY .  
HIGHER PRIORITY WALLS TAKES PRECEDENCE, SEE WALL PRIORITY 
DETAILS ON A7 SHEETS.
EXISTING PARTITIONS APPEAR AS 'HALF-TONE" ON PLANS.

GRAPHIC DESCRIPTION TYPE

PARTITION GRAPHIC LEGEND
1. SEE PARTITION TYPES, SHEET A7.10

1 HOUR SMOKE BARRIER 1Ab

1 HOUR FIRE BARRIER 1Aa

1 HOUR FIRE PARTITION 1Ac

SMOKE PARTITION 0Aa

SOUND PARTITION, STC 45 0Ac

BRACED PARTITION 0Ba

FURRING PARTITION 0Fa

SOUND PARTITION, STC 50 0Af

3 HOUR FIRE WALL 3Sa4

SOUND PARTITION, STC 60 0Ab

BRACED SOUND PARTITION 0Bb

EXISTING BUILDING; 
NOT IN SCOPE

PROJECT LEGEND

IN PROJECT SCOPE

FLOOR DATA OUTLET

CR

DO

MAGNETIC HOLD OPEN

DR

ELECTRICAL PANEL

GENERATOR ALARM PANEL

EP

GP

KP

+##" INDICATES HEIGHT IN INCHES AFF TO OUTLET CENTERLINE.  
DEFAULT HEIGHT = 18" AFF TO CENTERLINE UNLESS 
TAGGED OTHERWISE. TYPICAL FOR ALL OUTLETS

CARD READER

DOOR OPENER BUTTON

DOOR RELEASE BUTTON

KEYPAD

POWER OUTLET LEGEND

DESIGNATIONS

SYMBOLS

DUPLEX OUTLET

QUAD OUTLET

DUPLEX FLOOR OUTLET

QUAD FLOOR OUTLET

DATA OUTLET

SPECIAL PURPOSE OUTLET

SYMBOLS

SYMBOLS

DESIGNATIONS

MISCELLANEOUS ELECTRICAL LEGEND

SPECIAL PURPOSE OUTLET LEGEND

DATA OUTLET LEGEND

MHO

FLOOR DATA/PHONE 
OUTLET

MISCELLANEOUS LEGEND

FLOOR SINK, REFERENCE PLUMBING DRAWINGS

FS

J POINT TO POINT JUNCTION BOX FOR POWERP

ACCESSIBLE CLEARANCES

24"

12" 36" TYP.

PULL SIDE DOOR 
CLEARANCE

PUSH SIDE DOOR 
CLEARANCE. 
ADDITIONAL 12" 
CLEAR AREA AT 
DOORS W/ CLOSER & 
LATCH.

60
"

48
"

FRONT APPROACH - EXTERIOR DOORS

18"

12" 36" TYP.

PULL SIDE DOOR 
CLEARANCE

PUSH SIDE DOOR 
CLEARANCE. 
ADDITIONAL 12" 
CLEAR AREA AT 
DOORS W/ CLOSER & 
LATCH.

60
"

48
"

FRONT APPROACH - INTERIOR DOORS

60" WHEELCHAIR 
TURNING CIRCLE

R 2' - 
6"
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